FIELD FABRICATED PIPE FLASHING ROOF PENETRATION

NOTE:
THIS DRAWING IS ALSO AVAILABLE IN MECHANICAL STANDARD DETAILS—SEE MP-118 UNDER HYDROIC CATEGORY.

PIPE PENETRATION

FTR #101 SEALANT

STAINLESS STEEL WORM GEAR CLAMP

FTR #201 OR #190e ADHESIVE

NON-REINFORCED FTR FIELD FORMED FLASHING MEMBRANE

HOT AIR WELD

FTR FASTENER & STRESS PLATE (MIN. 4 FASTENERS)

NON-REINFORCED FTR FIELD FORMED FLASHING MEMBRANE

HOT AIR WELD FTR OR FTR-FB MEMBRANE

INSULATION ATTACHED PER SPECIFICATION REQUIREMENTS